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NOTES:

SIGNS SHALL BE DUAL SIDED. FRONT AND BACK OF SIGN
WILL BE THE SAME.

CERTAIN ADDITIONAL INFORMATION MAY BE ALLOWED ON
THE SIGN. VERIFY WITH ENGINEER.

SIGNS SHALL NOT BE ENERGIZED WHEN TRAFFIC SIGNALS
ARE POWERED BY THE UPS. THE SIGNS SHALL BE
CONNECTED TO THE UPS BYPASS CIRCUITRY.

ALL WIRING WITHIN THE CABINET SHALL BE COLOR CODED
AS INDICATED:
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ALL 120 VOLT SYSTEM AND ALL

SHALL BE *12AWG STRANDED UNLESS OTHERWISE INDICATED.

ALL WIRING SHALL BE NEATLY DRESSED AND SUPPORTED.
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